345 Carlingview Drive
Toronto, Ontario MIW 6N9
Tel: 416.734 3300

Fax: 416.231.1626

Toll Free: 1.877 6828772

Wwww.tssa.org

September 26, 2023

PE DESIGN INC.

AIRDRIE AB T4A 0H7

Workorder Type: Registration - Fitting(Conventional)
Workorder No: 14061379

Your Reference No.: 1220

Registered to: ASHCROFT INC.

Dear BRIAN MUNN,

Technical Standards and Safety Authority (TSSA) is pleased to inform you that your submission has been
reviewed and registered as follows:

CRN : 0F23363.25
Main Design No.: Scope of registration
Expiry Date: Jul 17, 2033

Please be advised that a valid quality control system must be maintained for the fitting registration to remain valid
until the expiry date.

The stamped copy of the approved registration and the invoice are mailed separately (There will be no hard
copies for electronic submissions). Should you have any questions or require further assistance, please contact a
Customer Service Advisor at 1.877.682. TSSA (8772) or e-mail customerservices@tssa.org. We will be happy to
assist you. When contacting TSSA regarding this file, please refer to the Service Request number provided
above.

Yours truly,

MT
Mehdi Talebi
Engineer, BPV

Tel.: +1416-734-3413
Email : mtalebi@tssa.org

Putting Public Safety First



Technical Standards and Safety Authority Show facsimile of manufacturer's logo or frademark, as it will
345 Carlingview Drive appear on the fitting, in the space below
Toronto, Ontario MOW 6N9

5 VASHCROFT,

STATUTORY DECLARATION
Registration of Fittings

L, Todd Zeigher, Quality Assurance Manager
{Name and Posifion. e g President, Plant Manager. Chief Engineer)

of Ashcroft Inc.

{Name of Manufacturer)

Located at 220 East Main St., Stratford, CT 06614-5145 USA 800-325-8285
{Plant Address) (Telephone No.) (Fax No.)

|:] do solemnly declare that the fittings listed hereunder, which are subject to the Technical Standards and Safety Act, Boilers
and Pressure Vessels Regulation, comply with all of the requirements of

{Tifle of recognized North American Standard)
which specifies the dimensions. materials of construction, pressureftemperature ratings, identification marking the fitings and service;

or are not covered by the provisions of a recognized North American standard and are therefore manufactured to comply with
ASME B31 3, 2022 Edition _as supported by the attached data which identifies the dimensions, material of construction,
pressureftemperature ratings and the basis for such ratings, the marking of the fitting for identification and service.

| further declare that the manufacture of these fittings is controlled by a quality system meeting the requirements of 1SO 9001:2015
which has been verified by the following authority, Lloyd's Register .
The items covered by this deciaration, for which | seek registration, are category F type fitthgs. In support of
this application, the following information and/or test data are attached as follows:

See 1220s-1 RO for scope

(drawings, calculations, test reports, elc.)

Declared before me at &M’)L?%f Gl in the ‘-S?‘Z}LJ‘& _of m ggiZ(;Lf

o 5 day of ,Ju!/lj( AD20_of 5.

Commissioner for Oaths:

Jeounete Reclriors

Jeanette Bednarz
Notary Public. State of Connecticut
My Commission Expires 7.31/24

FOR OFFICE USE ONLY Technical Boilers and

To the best of my knowledge and befief, the application meets the requirements of the Standards Pressure Vessels
Technical Standards and Safety Act, Boilers and Pressure Vessels Regulation, and and Safety Safety Program
CSA Standard B51 and is accepted for registration in Category E . Authority

. 0F23363.25 This Document has
CRN. —_— - been digitally signed REGISTERED

_ and approved.
RegtStered by = The Stamp size has CRN 0F23363.25

been optimized for . .

Dated: 11 x 17 documents. | Signed: AT%

Date:  August 9, 2023.

NOTE: This registration expires on: July 17, 2033

*Information provided in this application is releasable under the Freedom of Information and Privacy
Protection Act and may be disclosed upon request.

PV 09553 (04117) See attached document for Scope of Registration.



VASHCROFTNnC

Document: 1220s-2 RO

250 East Main Street
Stratford, CT 06614
USA

In-Line Housings & Sanitary Gauge Assemblies

Design Code: ASME B31.3, 2022 Edition

MAWRP: 1000 psig * except as noted for the In-Line Sanitary Housings
Max. Temperature: 280°F

MDMT: -20°F

Corrosion Allowance: 0” — for non-corrosive service
Hydrotest: not to exceed 1500 psig @ ambient

PWHT: Not required

Radiography: None

Impact Testing: Exempt per 323.2.2

Scope:

THIS IS PART OF CRN
0F23363.25
Technical Standards and Safety Authority

Boilers and Pressure Vessels Safety
Program

1032 & 1036 Sanitary Gauge Assemblies: Drawing 64A235, Product Coding

Drawing: 55D283 — 1.50” & 2.00” Connections
- Table 1: Gauges are registered under CRN 0F8388.5
- Table 2: Seal Assemblies

o Diaphragm Seal Assembly 48A224-01
=  Top Housing 560B359-01
o Diaphragm Seal Assembly 48A224-07
=  Top Housing 560B359-02
o Diaphragm Seal Assembly 48A224-02
=  Top Housing 560B371-01
o  48A224 Note 3: Socket Conn. 350B140

Drawing: 53B346 — 0.75” Connection

o Fractional Seal Assembly 48A264-1
"  Housing Assembly 48A263-01
e Top Housing 560B490-01

A276 316L

Hastelloy-C276 (UNS N10276) B366

A276 316L

A276 316L & Hastelloy-C276 (UNS N10276)B366

A276 316L & Hastelloy-C276 (UNS N10276)B366

1037 & 1047 In-Line Sanitary Housings: Drawing: 292C139 Material: A276 316L

*292C139-03 1" Size MAWP = 450 psig
*292C139-23 1" Size MAWP = 450 psig
*292C139-04  1-1/2” Size MAWP = 435 psig
*292C139-24  1-1/2” Size MAWP = 435 psig
*292C139-05  2” Size MAWP = 310 psig
*292C139-25  2” Size MAWP = 310 psig

Notes: All sanitary end connects are machined per ASME BPE, 2022 Edition.



